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GILA BEND POWER PARTNERS, LLC
5949 Sherry Lane, Suite1900

Dallas, Texas 75225-6553
Telephone: (214) 210-5000
Facsimile: (214)2105087

July 31, 2007

Via Federal Express

Docke t Control Cente r
Arizona  Corpora tion Commiss ion
1200 West Washington Street
P hoe nix, Arizona  85007

Re : Self-Certification Letter
Arizona Corporation Commission- Decision #63552, as amended by Decision #69177,
Docket Control #L-00000V-00-0106, and
Self-Certification Letter
Arizona Corporation Commission- Decision #63762, as amended by Decision #69117,
Docket Control #L-00000V-0 l -0109

Dear Sir or Madam:

Enclosed for tiling are the original and thirteen (13) copies each of the above~referenced Self-
Certification Letters.

Thank you for your assis tance .

Va truly r
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GILA BEND POWER PARTNERS, LLC
5949 Sherry Lane, Suite 1900

Dallas, Texas 75225-6553
Telephone: (214) 210-5000
Facsimile: (214)210-5087

July 31, 2007

Arizona Corporation Commission
Utilities Division
1200 West Washington Street
Phoenix, AZ 85007
Attention: Ernest Johnson, Director

VIA FEDERAL EXP RES S

Re: Self~Certification Letter
Arizona Corporation Commission -- Decision #63552, as amended by Decision #69177,
Docket Control #L-00000V-00-0106, and
Self-Certification Letter
Arizona Corporation Commission -- Decision #63762, as amended by Decision #69117,
Docket Control #L-00000V-01 -0109

Dear Mr. Johnson:

Gila  Bend Power Partne rs , LLC ("GBPP" or "Applicant") submits  this  se lf-ce rtifica tion le tte r pursuant to
the  a bove  De cis ion Numbe r for the  Ce rtifica te  of Environme nta l Compa tibility ("CEC") br GBP P 's
project in Gila  Bend, AZ.

On or about December 5, 2006, the Arizona Corporation Commission issued Decision Number 69177
extending the expiration date of this CEC until April ll, 2011 (the "Extension Order"). The Extension
Order added four additional conditions to the existing CEC, including among them the requirement that
GBPP tile a self-certification letter on or before August 1, 2007 and each August let thereafter. The
Extension Order did not specifically state whether the new August self-certification letter was in addition
to or in lieu of the annual certification letter GBPP has filed each February, nor did it indicate which of
the CEC conditions were to be addressed in each letter.

Out of an abundance of caution, and after consultation with the Arizona Corporation Commission staff,
GBPP elected to file a self-certification letter dated February 27, 2007 addressing the original CEC
conditions and this letter representing self-certification with respect to the additional CEC conditions
contained in the Extension Order. Should your office interpret the Extension Order differently, please
advise at your earliest convenience and GBPP will remedy any deficiencies created by the uncertainty of
the Extension Order. Further, should your office desire a single, consolidated self-certification letter
instead of two self-certifications each year, GBPP would be obliged to provide same.

The activities relating to the conditions established by the Extension Order are as follows and the
reference numbers colTespond to the conditions as numbered in the Extension Order:

GBPP is filing this self-certification letter prior to August IS, describing conditions that have been
met as of June 30. Enclosed herewith are documents explaining or demonstrating compliance efforts
for those conditions fulfilled or in the process of being fulfilled.

6.

7. GBPP reports  the  sta tus of its  continuing actions to comply with Condition Numbers 1, 2 and 3(H) of
Decision # 63762:
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Arizona  Corpora tion Commission
Compliance  and Enforcement Utility Divis ion
July 319 2007
Decision #63762 Page 2

Condition l: The  construction of the  power genera tion sta tion has been de layed due  to market
conditions  and ha s  not ye t s ta rted, howeve r, cons truction and ope ra tion of the  s ta tion will comply
with a pplica ble  a ir a nd wa te r pollution control s ta nda rds  a nd re gula tions , a nd with a ll a pplica ble
ordinances, master plans, and regula tions of the  S ta te  of Arizona, the  County of Maricopa, the  United
States, and any other governmental entity having jurisdiction.

Condition 2: GBPP has not, to date , executed a  transmission agreement with APS or SRP, as the
cons truction of the  powe r ge ne ra tion s ta tion ha s  not ye t comme nce d. Howe ve r, a  copy of a ny
transmiss ion agreements  will be  forwarded to the  Arizona  Corpora tion Commission a s  soon a s  the
documents are completed and signed, but in no event later than 30 days after execution.

Condition 3(H): GBPP is researching firms and entities that would be most suitable for
conducting the required native plant survey. Such survey will be completed in advance of the
commencement of construction with sufficient time allotted to develop and implement a plant-salvage
program if deemed necessary.

8. GBPP has annua lly filed a ll required ten-year plans with the  Commission in accordance  with A.R.S .

available  on request. To date , GBPP has not had the  opportunity to participate  in an appropria te  CATS or
S WAT pla nning forum or a  Bie nnia l Tra nsmis s ion Asse s sme nt. GBP P  will be  pa rtic ipa ting in  a n
upcoming S WAT me e ting la te r this  ye a r. GBP P  pa rticipa te d in the  NERC Viola tion Ris k Fa ctors
conference  ca ll on February 16, 2007 and cast its  ba llot a t the  WECC Annual Meeting April 26, 2007. In
addition, GBPP filed the  FERC Form 715 with WECC in March 2007.

9. GBP P  ha s  not initia te d or pursue d a  le ga l cha lle nge  to a ny of the  conditions  conta ine d in the
Extension Order.

Should you need any additional information, please do not hesita te  to contact the undersigned.

Regards,

GILA BEND POWER PARTNERS, LLC
By: Summons Power Development, Inc.,
Its Managing ember

By: r  - "v  , . _  _
Heather Kreager, President

'~

cc: Arizona Attorney General
Department of Commerce Energy Office
Arizona Department of Water Resources

147100
G;\CORP\Gila Bend Power Partners, LLC\17\003 -Arizona Corp Commission Dec 63762 self cert ltd 8-07.doc
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I 1 GILA BEND POWER PARTNERS, LLC
5949 Sherry Lane, Suite1900

Dallas, Texas 75225-6553
Telephone: (214)210-5000
Fncslmlle: (114)210-5087

January 26, 2007

VIA FED EX OVERNIGHT DELIVERY

Arizona Corporation Commission
Utilities Division
1200 w. Washington St.
Phoenix, AZ 85007

RE: 10-YEAR TRANSMISSION PLAN-2007

Gentlemen:

Enclosed please find 13 copies of the 10-Year Transmission Plan-2007 for Gila
Bend Power Partners, LLC. The project is on hold due to current market conditions,
so the plan has not been revised since Gila Bend's prior submission.

If you need anything further, please let me know.

Yours truly,

HEATHER KREAGER

HK/at

G:\CORP\GlLA BEND\1T\014-AZ CORP COMMISSION-10-YR PLAN-2007
i
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GILA BEND POWER PARTNERS. LLC
5949 Sherry Lane, Suite 1900

Dallas, Texas 75225-6553
Telephone: (214) "10-5000
Facsimile: (214)210-S087

January 26, 2007

Arizona Corporation Commission
Utilities Division
1200 West Washington Street
Phoenix, AZ 85007

Re : Tra nsmiss ion Line  10-ye a r P la n - 2007

Gentlemen :

Gila Bend Power Partners, LLC is planning to build a 500KV Transmission line and related
switchyard as part of the Gila Bend Power Project (GBPP) CEC Case 106, (approved 4/12/2001-
extended 4/11/2011).

The  following, a s  pe r A.R.S . 40-360.02, outline s  the  10-ye a r pla n for a  500KV tra us luis s ion line
and re la ted switchyard (CEC Case  109, approved 6/12/2001~extended4/11/7011):

The  500KV tra ns mis s ion line  will run from the  GBP P  s ite , in the  northwe s t come r of
Gila  Bend a long Wate rme lon Road to a  new switchya rd approxima te ly one  qua rte r mile
e a s t of Arizona  S ta te  Highwa y,. Route  85. (S e e  a tta che d inte rconne ction dia gra m,
Exhibit 2 a nd route  ma p, Exhibit 3). At the  ne w S witchya rd, re fe rre d to a s  Wa te rme lon
S witchya rd, the  500KV tra ns mis s ion line  will in te rconne ct with  the  Arizona  P ublic
S e rvice  Gila  Rive r Line , vvliich conne cts  the  Wa te rme lon S witchya rd to the  J ojoba
Switchya rd.

The GBPP and related transmission system was included in the Report on the "Preliminary Study
for the Pale Verde lutercolmection", dated 3/2/01, version (i) as well as the Report on Phase I
Study of the Central Arizona Transmission System (CATS), dated 7/20/0l .
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Arizona  Corpora tion Commiss ion
Utilitie s  Divis ion
January 26, 2007
Page Two

The attached Exhibit I entitled Report on "The Gila Bend Power Partners, LLC's Generation
Project System Impact Study" was prepared by James C. Hsu of Salt River Project to
demonstrate flow and stability at Me Watermelon Switchyard point of interconnection for the
GBPP transmission line.

Respectfully submitted,

HEATHER KREAGER

147100 - 10 ye a r P la n



GILA BEND POWER PROJECT

2007
10-YEAR TRANSMISSIDN PLAN

Prepared for the:

ARIZONA CORPORATION COMMISSION
UTILITY DIVISION

BY: GILA BEND POWER PARTNERS, LLC
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Report on  the  Gila  Bend Power Partners , LLC .
Generation Proj act Sys tem Impact Study

9.

Prepared For the

Industrial Power Technology

And

Palo Verde E & O Committee

By
James C. Hsu

Salt River Prob et

Nove mbe r 1, 2001

Version (C)
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Gila Bend Panel' Partners  Generation Proj act

System Impact Study Report

In t1 'Qd u c t iQn

industrial Power Technology (iT): on behalf of the Gila Bend Power Partners, LLC (G3PP}
has requested Salt River Project (SRP) to perfonn a system impact study that will assist
GBPP in the determination of the Palo Verde transmission system and the WSCC
interconnected system impact of interconnecting the proposed GBPP Generation Project with
the another proposed Panda Gila River Generation Project's planned Gila River-Jojoba 500
kV double circuit lines. These double circuit 500 kV lines will be tied to the existing
Hassayanipa-Kyrene 500 kV line. Currently, GBPP has proposed to build a combined cycle
power plant of 833 MW in addition to the 2080 MW of new generation power plant
proposed by the Gila River Panda Project Qaeda) in the same vicinity. In response to this
request, SRP has carried out the study work accordingly, and documented the study results in
this brief report. .

For this analysis, the proposed size of the GBPP project was assumed to be 833 MW.
Cohicident with the development of the GBPP project, a separate generation proposal called
the Gila River Panda Project (2080 MW) is also being developed and it will be
interconnected to the Palo Verde transmission system via a double circuit 50Dkv line from
the Gila River generation site to Jojoba, a new switchyard that is being developed to
interconnect the two 500kV lines with the existing Palo Verde - Kyrene 500kV line. The
GBPP project will interconnect with the system via a new, single circuit 500kV line to
Watennelon substation, a new switchyard the GBPP plans to build, located approximately 2
miles from the Gila River Power facility. The Gila River - Jojoba 500kV lines will be
looped into the Watermelon switchyard. SRP's system analysis assessed the system impact
of both the Gila River Panda and GBPP generation projects on the interconnected WSCC
system.

SRP's analysis focused on the capability of the Palo Verde area transmission system to
deliver a total of 2913 MW of new generation from both proposed projects (GBPP and Gila
River Panda) into the interconnected system. The scope of the study was to identify any
significant system impacts that may be caused by interconnecting the GBPP generation
project with the Jojoba-Gila River double circuit 500 kV lines, the Hassayampa-Kyrene 500
kV line, and their associated switchyards. This study did not identify any mitigation
measures that may be required as a result of system impacts attributable to the GBPP
Generation Project. Therefore, nerdier a preliminary plan of service nor a cost estimate for
interconnecting the Proposed Generation Project with the existing and planned 500 kV
transmission system was provided.

JCH 11/01/01 Version (C) 2
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Reference
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(Including Panda 1250 MW
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Panda Project Looping
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No Thermal and Stability PV Interconnection
Study Report
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Ey.hbii.2

Thennal and Stabilih' Panda Projem Sensitivity5,240 MW

(including Panda 1640 we
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Salt River Pro)ject

1

1 l

The purpose of this System Study was to assess the impact of the GBP? project on the Palo
Verde iransrnission and the integrated WSCC El-IV transmission system. The study is
comprised of limited power flow and stability studies, but does not 'include any slioit circuit,
post-transient power flow or subsynchronous resonance studies. Any conclusions presented
from dies System Impact Study represent the opinion of SPQP and not necessarily the opinion
of the Palo Verde Transmission System Engineering and Operating Connnittee.

The following two transmission configurations were assessed in this analysis :

Configura tion 1:

The GBPP Project will be interconnected to the planned Jojoba-Gila River 500 double
circuit lines at a location approximately 2 miles &on the Gila River 500 kV switchyard
(Watermelon substation). This transmission configuration assumed that the Gila River
Generating Project would install a 500/230 kV transformer at their Gila River
substation to accommodate an interconnection of the existing Liberty-Gila Bend 230
kV line.

Configuration 2:

Configuration 2 represents the same 500 kV transmission configuration as
Configuration 1, however, the 500/230 kV transfonner at the Gila River 500kV
Substation was not modeled.

H. Rel revs of Panda System Development Ami Pertinent Study Resultsr y

Included in the "Report on the Preliminary Study For the Palo Verde Interconnection" and
"Report on the Panda Generation Project Sensitivity Study', some technical study results
pertinent to the Panda Generation Project and the impact assessment of its system development
were documented 'm a number of different sections throughout these reports. It should be
pointed out that these study results varied depending upon the system conditions, system
models and the Panda's transmission network used in those studies. The following table
summarizes the study results, associated information, and specific references Nom these
reports I I

Yes

(with390 MW flow) sway KBIJDH.

Section III.l&2 (Pg.4)

Tables PF-7 & TS-15

JCH 11/01/G1 Version (C) 3



Salt River Project

These previous study results revealed the following obsewatiens :

1. For the 2003 heat summer condition with the addition of Palo Verde-Estrella 1`u;1e: "New
Genel'atien" in the amount ot4,850 MW can be accommodated by the Pale Verde
trans1nj.ssic>n system witbeut installation of a Panda 500/230 kV transfouner.

Approidlnately 390 MW increase in the Panda Gila River Generation Plant output can be
dispatched if the Panda project is interconnected m'th the Arizona local :230 kV
transmission system by installing a 500/230 kV transformer.

*e
J . The Palo Verde transmission thermal limits were constrained by the respective continuous

rating, of either the Hassayampa-N. Gila 500 kV line or the Hassayampa-i<_y1'ene 500 kV
line.

4. The Pale Verde stability limit was determined by a three-phase fault on the Palo Verde 500
kV bus and e subsequent loss of both Palo Verde-Westwlmg 500 kV lines.

As mentioned in the summary table above, the Panda sensitivity studies were performed based
on the following assurnpdons:

1. The Panda Gila River Generation Project (Panda Gen) was the only project to interconnect
with the Hassayampa-Kyrene 500 kV line.

2. The GBPP Generation Project was interconnected to the Hassayampa 500 kV Switchyard
via a single circuit 500 kV line.

3. The generation output for the Panda Gen and GBPP projects were not rnaxirnized. The
Panda Gen Project was dispatched in the ranges of 1250 MW to 1640 MW and PDE Gen

- Project was dispatched at 550 MW.

The current plan, as proposed by GBPP, is to interconnect with the Jojoba-Gila River 500 kV
double circuit lines at an intersection about 2 miles north of the Gila River 500 kV Switchyard
(Watermelon). Given these modifications in system representation, it was necessary to perform
additional study work to assess the impact of these system modifications on the Palo Verde and
the interconnected WSCC system with an emphasis on dispatching the rnaximurn generation
for both Panda Gen Project (2080 la/IW) and GBPP Generation Project (833 MW).

IH. Conclus ions

Based on the results of this impact study, the following was concluded:

l. The maximum generation that can be scheduled out of the Gila River vicinity to the
Arizona and California load centers is a function of the capability of some of the Palo
Verde transmission system components. This transmission capability is based on a thermal
limitations on either the Hassayampa- N. Gila line 500 kV line or the Hassayampa-Kyrene
500 kV line.

I

JCH 11/01/01 Version (C)
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Salt River Project

a) The maidmutn GBPP generation that can be accommodated by the Configuration 1
transmission system (without Panda 500/230 kV transformer) is about 583 MW if the
Panda Gila River generation is maximized at 2080 MW output.

The maximum new GBPP generation can be increased to 683 MW for the
Configuration 2 transmission system (with Panda 500/230 kV transformer) if the
Panda generation was still at its maxiinmn output of 2080 MW.

b>

2.

q
3

The interconnection of' the proposed GBPP Generation Project with the respective amount
of power schedule Noted in 1.a and l.b above will not have any adverse impact on the Palo
Verde Nuclear Plant, its associated transmission system, and the WSCC interconnected
system.

The conunon condor outage for a simultaneous loss of both Jojoba-Gila River double
circuit S90 kV lines and a subsequent trip of combined iiiaxirnutn generation output (a total
of 2911 MW`) will not cause a stability problem. The interconnected transmission system
can withstand such critical outage without causing wide spread cascading outages. The
consequence of this double circuit outage is comparable to the result of a simultaneous trip
of two Palo Verde generators. Both double contingencies are acceptable and meet the
WSCC Performance Criteria Level C.

4. The stability performance resulting h'oln a three-phase fault on the Palo Verde 500 kV bus
and fault cleared by loss of both two Palo Verde-West'wing 500 kV Lines became less
severe due to power flow displacement for these two critical lines when more Panda and
GBPP generation was dispatched at the Gila River location, which is further away from the
Palo Verde vicinity.

H n7 Discussion on Study Results

(A) Power Flow Impact

The following technical discussion is based on the various system conditions studied and
demonstrate no adverse power flow impact on the Palo Verde and the Southwest
interconnected transmission system due to the Gila River 'interconnection of the GBP?
Generation Project.

1. Configuration 1 (Without Panda 500/230 kV Connection):

(See PF-TABLE 1)

BenchmarkSystem (Without GBPP Project):

For base case conditions, that included accommodation of new generation of 4,650 MW by
the Palo Verde transmission system, the heaviest loadings on both the Hassayampa-N. Gila
and Jojoba-Kyrene 500 kV lines were occurred. They were reaches at 100.5% and 100.4%

of their continuous ratings, respectively. Neither N-l contingency problems nor low system
voltages were noted. .

Post-GBPP System (With GBPP Project):

JCH 11/01/01Version (C) 5

l



Salt River Project

For base case conditions with 4,650 MW of new generation that included the power
schedule of 833 MW of GBPP generation and 2080 MW of Panda Gila River generation to
deliver to the Palo Verde transmission system, the heaviest loadings on both the
Hassayampa-N. Gila and Joj Eba-Kyrene 500 kV lilles occurred. Flow on these lines
reached 100.6% and 106.4% of their continuous ratings, respectively. A slight overload
also occurred on the remaining Jojoba-Gila River Tap 500 kV line (lol.l% of its
emergency rating) for loss of one Jojoba-Gila River Tap 500 kV line.

Further studies indicated that these overloading problems could be overcome if the GBPP
generation output was reduced to 583 MW. As a result, the loading on the Jojoba-Kyrene
500 kV line was reduced to 100.3% of its continuous rating. The remaining Gila River
Tap-Jojoba 500 kV line loading was reduced to 91.5% of its emergency rating for a loss of
one Gila River Tap-Jojoba 500 kV line.

l. Configuration 2 (WithPanda 500/230kV Connection):

(See PF-TABLE 2)

Benchmark System (Without GBP? Proj act) :

For base case conditions, that included accommodation of new generation of 5,040 MW 'by
the Palo Verde 500 kV and local 230 kV transmission systems, the heaviest loadings on
both the Hassayampa-N. Gila and Jojoba-Kyrene 500 kV lines occurred. Flows on these
Lines reached100.1% and 100.0% of their continuous ratings, respectively. No N- 1
contingency problems or low system voltages were noted.

Post-GBPP System (With GBPP Project):

For base case conditions with 5,070 MW of new generation that included the power
schedule of 833 MW of GBPP generation and 2080 MW of Panda Gila River generation to
deliver to the Palo Verde 500 kV and local 230 kV transMssioll systems, the heaviest
loadings on both the Hassayampa-N. Gila and Joj Eba-Kyrene 500 kV lines occurred. They
reached 100.2% and 104.6% of their continuous ratings, respectively. No overload
occurred on the remaining Jojoba-Gila River Tap 500 kV line (84. 1% of its emergency
rating) for loss of one Jojoba-Gila River Tap 500 kV line. No voltage problems were
detected for any N-1 contingencies.

Further studies indicated that this overloading problem could be overcome if the GBP?
generation output was reduced to 683 MW. As a result, the loading on the Jojoba-Kyrene
500 kV line was reduced to 100.3% of its continuous rating. The remaining Gila River .
Tap-Jojoba 500 kV line loading was reduced to 79.0% of its emergency rating for a loss of
one Gila River Tap-Joj Eba 500kV line.

(B) Transient StabilityImpact

The stability analyst based on the following various system conditions indicated that no
adverse impact on the Palo Verde plant stability and the integrated WSCC transmission
system due to the interconnection of the GBPP Generation Project to the Palo Verde
transmission system.

JCH "H/01/D1 Version (C) G



Salt River Project

1. Qanfi8uration 1 (Without Fonda 5001230 kV Connecting):

(See TS-TABLE 1)

Bextclnnark System (Without GBPP Gen}.*reject):

The following three N-2 couthigeuoy outages were established for stability beuclimark
performance using the pre-GBPP Project power flow Miit case:

(a) Three-phase fault at the Jojoba 500 kV bus with outage of two Jojoba-Gila River 500
kV lines and a subsequent trip Panda generation of 2080 MW

(b) A simultaneous trip of two Palo Verde generators (loss of 2909 MW generation)

(c) Three-phase fault at the Palo Verde 500 kV bus with outage of two Palo Verde-
Westvvirrg 500 kV lines

For the Pre-GBPP Project benchmark system, die stability results showed that all three N-2.
contingency outages were stable and damped. The worst case was a simultaneous loss of
two Palo Verde generators (loss of 2809 MW gerreratiou). This case resulted in a
maximum transient voltage dip of 0.86 P.U. (22% deviation) at the Malin 500 kV bus. The
next worst case was a three-phase fault at the Palo Verde 500 kV bus and fault cleared by
the loss of two Palo Verde-Westwing 500 kV circuits. This case resulted in maximum
voltage dips of 0.91 P.U. (15% deviation) and 0.92 P.U. (16% deviation) respectively, at
the Palo Verde and Marin 500 kV buses. The least critical case was a three-phase fault at
the Jojoba 500 kV bus with outage of two Jojoba-Gila River 500 kV circuits and a
subsequent trip of 2080 MW of Panda generation. This case caused a inaxiinurn transient
voltage dip of 0.95 P.U. (13% deviation) at the Malin 500 kV bus.

Post-GBPP(833 MWV) Project System (With GBPP Proj act) :

All three contingency outages simulated for the Pre-Project system were also tested in the
Post-Project system. All stability results were stable and damped. The worst ease was a
three-phase fault at the Jojoba 500 kV bus with outage of two Jojoba-Gila River' 500 kV
circuits and a subsequent trip of about 2900 MW of combined Panda and GBPP
generation. This case resulted in a maximum transient voltage dip of 0.81 P.U. (27%
deviation) at the Marin 5.00 kV bus. The next worst case was a simultaneous loss of two
Palo Verde generators (loss of 2809 MW generation). This case resulted in a maxiniuni
transient voltage dip of 0.86 P.U. (22% deviation) at the Malin 500 kVbus.The least
critical case was a three-phase fault at the Palo Verde 500 kV bus with fault cleared by the
loss of two Palo Verde-Westwing 500 kV circuits. This case resulted in maxirnuin voltage
dips of 0.95 P.U. (11% deviation) and 0.98 P.U. (10% deviation) respectively, at the Palo
Verde and Marin 500 kV buses.

2. Configuration2 (With Panda 500/230 kV Connection):

JGH worm Version (C) 7



'Salt River Project

(See TS-TABLE2>

Benchmark S8'sten1 (Without G8PP Proj act) :

The following three N-2 contingency outages were established for stability benclnnark
performance using the pre-GBPP Project power flow limit case:

(a) Three-phase fault at the Jojoba 500 kV bus with outage of two Jojoba-Gila River 500
kV lines and a subsequent trip Panda generation of 1560 MW

(Is) A simultaneous trip of two Palo Verde generators (loss of 2809 B887 generation)

(c) Three-phase fault at the Palo Verde 500 kV bus with outage of "two Palo Verde-
Weshving 500 kV INner

For the Pre-GBPP Project benchmark system, the stability results showed that all three N-2
conMgency outages were stable and damped. The worst case was a simultaneous loss of
two Palo Verde generators (loss of 2809 MW generation). This case resulted in a
niaximtnn transient voltage dip of 0.86 P.U. (22% deviation) at the Malin 500 kV bus. The
next worst ease was a three-phase fault at the Palo Verde 500 kV bus and fault cleared by
the loss of two Palo Verde-Weshving 500 kV circuits. This case resulted in maxiniuin
voltage dips of 0.95 P.U. (11% deviation) and 0.98 P.U. (10% deviation) respectively, at
the Palo Verde and Malin 500 kV buses. The least critical case was a three-phase fault at
the J'ojoba 500 kV bus with outage of two Jojoba-Gila River 500 kV circuits and a
subsequent trip of 1560 MW of Panda generation. This case caused a maximum transient
voltage dip of 0.98 P.U. (13% deviation) at the Marin 500 kV bus.

Post-GBPP(833 MWV)Pwj act System (With GBPP Project):

All three contingency outages simulated for the Pre-Project system were also tested in the
Post-Project system. All stability results were stable and damped. The worst case was a
simultaneous loss of two Palo Verde generators (loss of 2809 MW). This case resulted in a
maximum transient voltage dip of 0.86 P.U. (22% deviatioll) at the Marin 500 kV bus. The
next worst case was a three-phase fault at the Jojoba 500 kV bus with outage of two
Jojoba-Gila River 500 kV cUcuits and a subsequent *rip of about 2393 MW of' combined
Panda and GBPP generations. This case caused a maximum transient voltage dip of 0.90
P.U. (18% deviation) at the Malin 500 kV bus. The least critical case was a three-phase
fault at the Palo Verde 500 kV bus with fault cleared by the loss of two Palo Verde- .
Westwing 500 kV circuits. Tbiscase resulted in maximum voltage dips of 0.95 P.U. (11%
deviation) and 0.98 P.U. (10% deviation) respectively, at the Palo Verde and Marin 500 kV
buses.

\

JCH 11101101 Version (C)
8



Salt River Project

• \

T
| Exhib it

Exhibit 1 shows a one-line system diagram of transmission alternatives associated with the
GBPP interconnection.

VI. Summary Tables of Study Results
(The attached tables summarize the study results)

1. PP-Table 1: Power Flow Impact With And Without GBP? (833 MW) Project

(Without the Panda Gila River 500/230 KV Transformer)

2. TS-Table1: Stability Impact with And Without GBPP (833 MW) Project

(Without the Panda Gila River 500/230 KV Transfonner)

3. PP-Table 2: Power Flow Impact With And Without GBPP (833 MW) Project

(With the Panda Gila River 500/230 KV Transformer)

2. TS-Table 2: Stability Impact With And Without GBPP (833 MW) Project

(With the Panda Gila River 500/230 KV Transformer)

JCH 11lOt/01 Version (C) g
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11 Adam Alexander
».». /. -....n=.um u\ul:¢..a=l\=r

From:
Sent:
TQ:
Subject:

Ann Torrey
Wednesday, March 14, 2007 4:54 PM
Adam Alexander
FW: FERC Form 715 for Gila Bend Power Partners

Attachments: leQaI2591_000.pdf

f*-'.

4 . 8 "

l&gal2591_000.
pd (146 Kai

2007 11:10 AM

»Original Message-
From: Ann Tories
Sent: Monday, March 05,
TO: 'jay@wecc.biz'
Subject: FW: FERC Form 715 for Gila Bend Power Partners

Jay r

As you requested, attached is the 2007 FERC filing for Gila Bend Power Partners .

Thank you for your assistance

Ann

-----Original Message-
From~ scanner@sammonscorp.com [mailto:scanner@sammonscorp.com]
Sent: Monday, March 05, 2007 5-56 AM
To~ Ann Tories
Subject:

1



FERC FORM NO. 715
CHEC IST OF ITEMS INCLUDED INSUBMITTAL TG THE WECC QFFICE

1.

2.

Transmiifmg Utility Name Gila  Bend Power Partners, LLC

Name of Person Preparing Response Heather Kreager

Telephone Number / Email Address (214)210-5050 hkrealzer@satnmonscoro.corn3 .

4 . Please check each item below as appropriate to document the specific material `mc1uded in
your FERC Form No. 715 submitta l to the  WECC office  :

Part I

X

Identification and Certification.

Completed and signed Identification and Cerdfjcation Font provided.

Diske tte  provided which includes information on hard copy of Identifica tion
and Certifica tion Form. (Note  .. This diskette  is  only required if respondent
is  providing Additiona l Inforrnadon for P a rts  W, V, and VI).

No (Ye s  or No) Have  you provided Additiona l Information for Parts  II through VI
for your Transmitting Utility to be  included Na  the  WECC fling?  If
you indicate  no, the  remaining portion of this checldist is  not
applicable  to you.

P owe r Flow Da ta

Diskette  provided (Separa te  diskette  for Power Flow Data  Only)

P a rtly ..

Intonation 011 diskette plus Part H information provided by WECC
constitutes Transmitfmg Utility's complete response to FERC for Part II.

Irdbnnation on diskette plus Part II iltfolmation provided by WECC
constitutes onlv a part of the Transmitting Utility's response to FERC for
Part H.

Data Dictionary is provided for buses represented in the power How cases
for the respondents system.

A written eXplanation is provided where violations midst (Le. trausfoimer
rating violation, line rating violation, generator limit violation, or voltage
violation.)

P art 111 _ Transmission Maps and Diagrams

5.

8..

a.

b.

Tluee originals ofiransmission maps and diagrams are provided.



Q

Twenty originals of the transmission maps and diagrams are provided as
WECC is authorized to respond to requests for Transmirdng Utility's (line 1
above) Additional Infonnadonr

The enclosed Transmission maps and diagrams plus the Pat IH infezmation
provided by WECC constitutes  Transmitting Utility's comple te response Te
FERC for Pa rt HI.

The enclosed transmission maps Md diagrams plus the Part IH ilmfonnation
provided by WECC constitutes only a  pair of the  Transmitting Utility's
response  to FERC for Part III.

PaltW Reliability Crite ria

Hard copy of Transmitting Utility's  Re liability Crite ria  provided.

Diskette including Transmitting UtiLity's Reliability Criteria provided.

Information on diskette plus Part W information provided by WECC
constitutes Transmiiiing Utility's complete response to FERC for Parr IV.

Information on diskette plus Part IV information provided by WECC
constitutes univ a part of the Transmitting Utilitjv's response to FERC for
Part Iv.

P art V Assessment Practices

Hard copy of Transmitting Utilily's  Assessment Practices provided.

Diskette includ'ulg Transmitting Utilily's Assessment Practices provided.

Information on diskette plus Part V information provided by WECC
constitutes Transmitting Ute]ity's completeresponse to FERC for Part V.

I

s
I

C.

d.

information on diskette plus Part V infom°1a1ion provided by WECC
constitutes only a part of the Transrnittiug Utility's response to FERC for
Part V.



WECC will not include any "Additional Information" in its filing on behalf of a member who has
not provided the information to the Staff on a diskette or via email in Microsoii Word format,
except for the maps and one-line diagrams required for Part III.

\.

PM VI - Performance Evaluation

Hard copy of Transmifcing Utility's  Performance Evaluation provided.

Diskette including Transmitting Utility's Performance Evaluation provided.

information on diskette plus Part VI information provided by WECC
constitutes Transmitting Uri]ity's comnieteresponse to FERC for Part VI

Information on diskette plus Parr VI information provided by WECC
constitutes only a part of the Transmitting Udl.ity's response to FERC for
Part VI.

Retum.this checldist with the Additional Information you are submitting to WECC for inclusion in
WECC's FERC Form No. 715 tiling to be received by the WECC office on or before March 10,
2007.

Submit to :

e.

Western Electricity Coordinating Council
University of Utah Research Park

615 Arleen Drive, Suite 210
Salt Lake City, UT 84108-1262
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FERC FORM NG. 715 2007 FILING
IDENTIFICATION AND CERTIFICATION FORM

1. Transmitting Utility Name Gila  Bend Power Partners, LLC

2, Tra nsmitting Utility Ma iling Addre ss 5949 Sherry Lane, Suite  1900

Dallas, TX 75225

Contact Person Name* Heather Kreager

4. Contact Perscun Title President of Summons Power Development, Inc, Managing Member of Gila Bend Power
Partners, LLC

5. Contact Person Telephone Number (214)210-5050

6. Contact Person Facsimile Number (214)210-5087

7. Designation of Reporting Agent for 2007 Filing (check the  appropria te  item below)

a. X Western Electricity Coordinating Council is the designated
reporting agent for 4 of the required FERC Font No. 715 information for the
Transmitting Utility identified in Line 1 above.

b . Western Electricity Coordlmat'utg Council is the designated
reporting agent for pg; of the  required FERC Font No. 715 information for the
Transmitting Utility identified in Line  1 above  .

Authorization to Distribute Transmitting Utility Additional Information included in WECC 2007
Filing (indicate Yes or No in the space below).

yes Western Electricity Coordinating Council is authorized to distribute to requesting
parties the Transmitting Utility's Additional information included. in the WECC FERC
Form No. 71 S tiling. If answer is no, Transrnitdng Utility must, as per FERC general
instructions, distribine inlfornlalion to requesting parties 'm a timely manner.

Certifica tion by an authorized officia l of the  Transmitting Utility regarding the  accuracy of the
Transmitting Utility's  Basic and Additiona l lufonna tion included in WECC's  2007 filing.

a. Certifying Officia l S igna ture* ,44 '
Heather Kreager

.l...

Ce rtiifing Officia l Na me *

o. Ce l'tifyillg Officia l Title President of Summons Power Development, Inc., Managing Member of
Gila Bend Power Partners, LLC

*T1'ansmit'clmg Utility Employee

3.

8.

9.

b .

-1-
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t to

Adam Alexander

Adam Alexander

Sent: Wednesday, April 04, 2007 6:03 PM

Te: cairina@weco.biz

Cc: Ann Tories

Subject: Class 3 and Non-Affiliated Director Absentee Ballots (Gila Bend Power Partners)

Attachments: legal2778_000.Pdf

From:

Catrina

Attached please find absentee ballots submitted on behalf of Gila Bend Power Partners LLC. Should you have any
questions or comments, please do not hesitate to contact me.

Adam H. Alexander
Colporate Counsel
SEIUIITIOUS Coiporaiion
5949 Shews Lane, Suite 1900
Dallas, Texas 75275
(214)210-5029 voice
(214)210-5087 facsimile

7/25/2007


